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EXISTING SECURITY SYSTEM, PA SYSTEM, AND
ASSOCIATED COMPONENTS TO REMAIN, CONTRACTOR TO

COORDINATE WITH OWNER/ARCHITECT FOR NEW LOCATION.

EXISTING EXIT SIGN TO BE RELOCATED AS INDICATED.

EXISTING SIGNAGE JUNCTION BOX TO REMAIN. COMMNECT
NEW SIGN TO EXISTING CIRCUIT.

EXISTING CEILING RECEPTACLES TO REMAIN. RELOCATE IF
DISTURBED BY THIS SCOPE. REPLACE COVER WITH NEW
TO MATCH CEILING COLCR.

EXISTING LUMINARIES, ASSOCIATED CONTROL AND'
ELECTRICAL RECEPTACLES TO BE REMOVED. REMOVE
WIRING AND COMDUIT BACK TO THE SOURCE.

EXISTING FIRE ALARM STROBE TO REMAIN. COORDINATE
EXACT LOCATION IN FIELD.

FLOOR OUTLETS. COORDINATE EXACT LOCATION WITH
FURNITURE.
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SHELVES WITH PULL OUTS, SEE

A-4 FOR FURNITURE DETAILS AND e}
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PROPOSED POWER PLAN

SCALE: 1/4"=1"-0"

MDFR NOTE:
EMERGENCY LIGHTING SHALL COMPLY

WITH NFPA 101 7.9 AND NEC 700-12(E)

DESIGN TEAM:

JULIO PULIDO, AIA

ARCHITECTURE - PLANNING
12721 S.W. 30 ST. MIAMI, FL 33175
PH: (305) 505-6910 - AR93904

JORGE LUIS FLEITAS
P.E. 55340

16500 N.W. 91st ct.
Miami Lakes, Florida 33018
Cel: 305-401-4395

PROJECT:

OWNER:

USHA RAMCHANDANI
8617 SW 133 PL
MIAMI, FL 33183

PROJECT:
INTERIOR BUILD-OUT:
LUGGAGE WORLD #1050
DADELAND MALL

7535 SW 88 STREET
MIAMI, FL 33156
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NOTE: (F.B.C. 109.3.6.4.4) "TO THE BEST OF THE ARCHITECT'S KNOWLEDGE, THE PLANS AND SPEGIFICATIONS COMPLY WITH THE APPLICABLE MINIMUM BUILDING CODES AND THE
APPLICABLE FIRE-SAFETY STANDARDS AS DETERMINED BY THE LOCAL AUTHORITY IN ACCORDANCE WITH THIS SECTION AND GHAPTER 633 OF THE FLORIDA STATUES."
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ALL ELECTRICAL EQUIPMENT ARE EXISTING, LOCATED
INDCOR AND ARE U.L LISTED FOR THE APPLICATION.
EXIST. MALL ELECTRICAL ROOM

277HB0VOLT,
4 WIRE

EXIST. TENANT SPACE

EXIST. 4#1,1#8 EXISTING EXISTING SERVICE
GND-1 1/2'C TENANT FEEDERS AND
CEE):L&‘;JG METER CONDUITS FROM MALL
4#1.'0 146 GND- EXIST. 4#4,148 (TYPICAL) ELECTRICAL SERVICE
2c MOUNTED GND- 1 1/4°C
120/208VOLT, 2TT/4BOVOLT, EXISTING m
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PANEL PANEL
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